
 

PRE-QUALIFICATION REQUIREMENT 
 
 
 
 

This tender is for the supply of TRIBO ELECTRIC TECHNOLOGY AIR FLOW 
MEASURING DEVICE as per specs, size and quantities mentioned in the attached enquiry.  

 
 
i. The offered system shall be of proven design for a minimum duct size of 5700mm (W) X 
4760 mm (H) and shall be in successful operation for a period of minimum five years in any 
utility boiler. 
ii. Vendor to provide performance certificates / authentication letters certifying the same from 
end users. 
iii. Commissioning and service support for the offered system shall be available in India. 
iv. Documents in support of Pre-Qualification requirement shall be furnished by the 
vendor during offer submission. 
 
The above pre-qualification requirement is mandatory for technical offer evaluation. Pre-
Qualification requirement shall be furnished by the vendor during offer submission as per the 
format given in annexure I. 
 
Offers qualifying on the above requirement will only be considered for further processing.  

 


